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Interim Assessment Report 

Definition Procedure 

Initial Written Assessment 

Report Phase 

Assessment Procedure 

Phase 

Implementation 

 

P344 ‘Project TERRE 

implementation into GB market 
arrangements’ 

 

 
This Modification seeks to align the Balancing and Settlement 

Code (BSC) with the European Balancing Project TERRE (Trans 

European Replacement Reserves Exchange) requirements. 

This is in order to allow the implementation of the project at 

national level and be compliant with the first tranche of 

obligations in the European Network Codes (ENCs). 

 

 

 

The P344 Workgroup recommends that P344 is progressed to 
the second stage of the Assessment Procedure for an 
assessment by the Workgroup 

 

 This Modification is expected to impact: 

 BSC Parties 

 Non-Balancing Mechanism participants 

 Transmission Company 

 Central Registration Agent (CRA) 

 Balancing Mechanism Reporting Agent (BMRA) 

 The Funds Administration Agent (FAA) 

 Settlement Administration Agent (SAA) 

 ELEXON 
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About This Document 

This document is the P344 Workgroup’s Interim Assessment Report to the BSC Panel. 

ELEXON will present this report to the Panel at its meeting on 13 October 2016. The Panel 

will consider the Workgroup’s recommendations and agree how to progress P344. 

There are three parts to this document:  

 This is the main document. It provides details of an assessment of the potential 

impacts and a recommendation of how the Modification should progress, including 

revisions to the Workgroup’s membership and Terms of Reference. It also 

summarises the Workgroup’s key views on the areas previously set by the Panel in 

its Terms of Reference. 

 Attachment A contains the TERRE Impact Assessment document. 

 Attachment B contains the assumptions and risks associated to P344. 
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1 Why Change? 

What is Project TERRE? 

Project TERRE (Trans-European Replacement Reserves Exchange) is an advance 

implementation project that forms part of the implementation of the European Electricity 

Balancing Guideline (EB GL). Project TERRE aims to harmonise the Transmission System 

Operator (TSO) dispatch of Replacement Reserve (RR) across several TSO areas (Great 

Britain, France, Switzerland, Spain, Portugal and Italy - Ireland and Greece are currently 

observers). It will do this by introducing a common TERRE product, which would be akin 

to products such as Balancing and Settlement Code (BSC) Bid-Offers or Short Term 

Operating Reserve (STOR) submissions. 

National Grid is expecting to utilise RR Products for energy balancing in GB from TERRE 

go-live, which is currently scheduled for Q3 2018. As all current GB balancing products 

feed into the BSC calculations of imbalance prices and volumes, the Proposer considers 

that the relevant RR acceptances should do so too, as soon as they start to be used as 

part of GB balancing. This will require changes to the GB market arrangements (BSC 

and/or balancing services arrangements). 

 

What is RR Product? 

RR product must be compliant with TSOs requirements and meet the 12 criteria, which are 

set out below: 

1. Preparation period from 0 to 30 minutes.  

2. Ramping period from 0 to 30 minutes. 

3. Full activation time (FAT) of 30 minutes. 

4. Minimum quantity of 1 MW. 

5. Minimum delivery period of 15 minutes or multiples of 15 minutes. 

6. Maximum delivery period of 60 minutes. 

7. Location (bidding zone) – this will be Great Britain for parties bidding into TERRE 

in respect of GB-based generation or demand. 

8. The validity period as defined by Balancing Service Provider (BSP) but equal or 

less than 60 minutes. 

9. The recovery period as defined by BSP. 

10. The maximum bid size will be: 

o in case of divisible offer, no maximum is requested. 

o in case of indivisible offer, the local rules will be implemented. 

11. Bid divisibility will be under the responsibility of BSP. The bid volume:  

o Min volume (resolution): 1MW. 

 

What is the European 

Electricity Balancing 
Guideline 

The Electricity Balancing 
Guideline (EB GL) will 

provide a framework to 

enable cross border 
balancing markets. This 

will facilitate the sharing 

of balancing resources 
between TSOs to boost 

security of supply and 

reduce cost. It includes 
provisions for: 

procurement of balancing 

services, cross-zonal 

capacity for balancing 

services and cross border 

(XB) settlement. 

 

 

What are balancing 
services? 

Balancing services are 
used by the Transmission 

Company in its role as 

System Operator (SO) to 
balance supply and 

demand in real time. 

These are also used in the 
calculation of imbalance 

prices (also known as 

cash-out prices). 
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o Resolution after common merit order (CMO): 0.1MW1. 

o For indivisible bids (not applicable for divisible bids). 

12. Price of submitted bids/offers: the cap and floor prices will be compliant with the 

local market rules2. 

 

 

The expectation is that the structure of a standard RR balancing product will look like the 

example in the above picture. The numbers correspond to the relevant RR Product criteria. 

 

TERRE Settlement 

TERRE will settle with a clearing price rather than pay as bid. 

 

Overall GB implementation approach 

National Grid has been working in collaboration with the Department for Energy and 

Climate Change (DECC)3, Ofgem and ELEXON on determining the GB implementation 

approach to the EB GL. This group has defined implementation options and developed 

assessment criteria. The GB implementation approach seeks to maximise the exchange of 

cross border (XB) products in a manner that is proportionate and recognises the specific 

needs of the GB balancing regime. These were then discussed with stakeholders at an 

industry workshop in January 2015.  

 

Common Market and GB Specific Products  

Ultimately, it was decided to progress with the option of common market and GB specific 

products. Under this option, European standard products are introduced into the GB 

market, which replace some current GB products where possible. This would mean that 

                                                
1 Having a resolution of 0.1MW means that in case an offer is partially accepted (e.g. pro 

rata), the value will be rounded at the value with one decimal number. 
2 TSOs are seeking harmonisation of caps and floors. 
3 Now the Department for Business, Energy and Industrial Strategy (BEIS). 
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the number of GB specific products would be reduced. However, some GB balancing 

products will be retained in order to meet balancing requirements not met by standard 

products, e.g. Bid-Offer Acceptances (BOAs) in the GB Balancing Mechanism 

 

BSC arrangements 

The implementation of Project TERRE is expected to, or could, impact a number of BSC 

areas including (but not limited to): 

 The calculation of imbalance process. 

 The calculation of Trading Parties’ Imbalance Volumes. 

 The rules regarding Interconnectors under the BSC. 

 The timing of Balancing Mechanism Reporting Service (BMRS) data publication 

and/or BSC Settlement Runs. 

 Default rules for missing or late TERRE data. 

 The publication of information on the BMRS relating to Imbalance Price 

calculations and GB-related RR Product Acceptances. 

 Non-delivery charges. 

 Credit calculations.  

It will also bring in to the BSC non-BM providers. 

 

Issue 60 

Issue 60 'Interfaces between the European Balancing Project TERRE and the current GB 

market arrangements' was raised by National Grid on 8 June 2015. This was done so that 

an Issue Group could consider each of the areas above. It also aimed to determine how 

these may impact the current BSC arrangements and what solution(s) could be progressed 

to implement any necessary changes.  

The Issue Group met six times between July 2015 and March 2016. At times the Group 

split up into smaller groups which ran in parallel. 

The considerations of the Group focused on two broad areas in relation to the interactions 

with the TERRE platform: 

 the settlement of RR product acceptances 

 the effect on Imbalance Prices. 

 

Issue 60 Conclusions 

Issue 60 was closed because no firm conclusions could be reached. The expectation was 

that the Modification process will provide the structure for a Workgroup to complete the 

work.  

It was then proposed that the Modification needed to be raised by National Grid promptly 

to ensure that BSC Systems would be ready for end to end testing in the autumn of 2017. 

https://www.elexon.co.uk/smg-issue/issue-60/
https://www.elexon.co.uk/smg-issue/issue-60/
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National Grid therefore raised P344 Project TERRE implementation into GB market 

arrangements’ on 1 June 2016. 

 

What is the issue?  

National Grid is expected to utilise RR Products for energy balancing in GB from TERRE go-

live. This is currently scheduled for Q3 2018. As all current GB balancing products feed into 

the BSC calculations of imbalance prices and volumes, so should relevant TERRE Products 

too, as soon as they start to be used as part of GB balancing. This will require changes to 

the GB market arrangements (the BSC, the Balancing Services arrangements or both). 

 

P344 Workgroup 

The BSC Panel agreed with ELEXON’s recommendation on the progression of P344 through 

a two-stage Assessment Procedure. Under “stage 1”, the Workgroup would consider the 

following four areas. This was to better inform the scope and progression of the P344 

Assessment Procedure proper under “stage 2”. 

Stage 1 areas for consideration: 

 What is within the scope of the BSC changes and what is definitely not within 

scope? 

 What are the external dependencies under the BSC that need to be established 

before a solution can be developed? 

 What external resources and expertise are needed by the Workgroup?  

 What is the further progression timetable needed by a Workgroup?  

 

https://www.elexon.co.uk/mod-proposal/p344
https://www.elexon.co.uk/mod-proposal/p344
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2 Solution 

Proposed solution 

P344 proposes to align the BSC with the European Balancing Project TERRE (Trans 

European Replacement Reserves Exchange) requirements. This is in order to allow the 

implementation of the project at national level and be compliant with the eventual 

obligations in the European Network Codes and Guidelines. (Note that for these purposes 

we are currently assuming that BREXIT will not impact National Grid’s participation in 

TERRE, which is anyway voluntary at this early stage.) 

As an outcome of the Issue Group a straw-man was developed, which describes the high 

level business process within GB. As this highlights key areas of current processes which 

will need to change, it formed the basis for this Modification Proposal.  

ELEXON and National Grid have since built on this, developing the “TERRE Impact 

Assessment”, which considered the business requirements across GB, including the BSC 

(attachment A). The Workgroup has reviewed this. The business requirements are split 

over the following steps: 

 introducing a new RR product to GB market; 

 management of submission before TERRE; 

 management of submission after TERRE; 

 Settlement; and 

 reporting. 

The following sets out further details as discussed by the Workgroup so far. 

 

Non-BM Units 

P344 includes Settlement of RR Bids from both BM Units and non-BM Units. P344 will 

therefore need to consider: 

 appropriate, proportionate arrangements for non-BM BSPs to participate in the 

BSC. This may mean a new participation capacity; and 

 appropriate processes for registering non-BM units (based on Energy Identification 

Codes or EICs). 

 

Submission of RR Bids 

As for existing BM, submission of RR Bids to National Grid is primarily a Grid Code issue. 

However, some obligations will be needed in the BSC, Section Q. Specifically the BSC 

drafting will need to capture the Balancing Energy Gate Closure for RR Bids. It is expected 

that these RR Bids will need to be accompanied by other data. In addition, the existing 

Section Q provisions may need to be extended to cover non-BM participants around the 

following areas: 

 Final Physical Notifications (FPN); 

 run-up and run-down rates; 

 Maximum Export Limit (MEL); and 
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 potentially other Dynamic Data. 

The Workgroup expects that National Grid will send RR Bids and other data from GB 

participants to the BMRA for publication on the BMRS. This will require changes to Sections 

Q and V to reflect this. 

 

RR acceptance  

Acceptances issued by the central TERRE algorithm are simple energy blocks. However, 

GB balancing processes require BM Units to follow a MW profile. As such, P344 proposes 

that National Grid will issue a RR BOA. This is illustrated in the diagram below. 

 

 

 

Settlement of RR Acceptances 

Issuing of RR BOA is primarily a Grid Code issue, but some obligations may be needed in 

Section Q. National Grid will send data to the BMRA and SAA for publication and use in 

Settlement (Sections Q and V). This would include: 

 RR acceptances; 

 RR clearing prices (per quarter hour); and 

 RR BOAs (existing process, but new data item will be required to distinguish RR 

BOAs from BM BOAs). 

The BMRA and SAA will calculate payments based on RR acceptances, taking in to 

consideration: 

 payment for block only (not ramps); 

 whether payment is in pound sterling (£) or in Euros (€); 

 that no changes are required to the GB Settlement timetable. 

It is expected that the RR BOA will form the baseline for any subsequent GB BM BOA. 
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Credit Cover and Non-Payment 

The Workgroup will need to consider whether any new arrangements are required for 

Credit Cover and Payment Default, e.g. due to use of Euros (if agreed) or change of Gate 

Closure (if confirmed).  

 

Imbalance Volumes 

The P344 Workgroup will need to consider how imbalance positions are adjusted to 

include RR BOA volumes (as they are for BM BOA volumes) including how ramps are 

treated for imbalance purposes. It is noted that this proposal is potentially subject to 

harmonisation or agreement across all TERRE TSOs, so may not be a P344 decision to 

make. 

 

Imbalance Prices 

P344 proposes that the GB imbalance price should include TERRE actions used to balance 

the GB system only.  That is actions taken to back an export from GB are not included in 

the GB imbalance price. 

 In order to achieve this, the BSC Systems will need the volume of RR bids 

accepted by the central algorithm (whether from GB or non-GB BSPs) in order to 

meet GB balancing needs. 

  

Non-Delivery Charges 

In the existing BM, a BSP who doesn’t deliver is liable to Imbalance Charges, plus a Non-

Delivery Charge to claw back any payment remaining after Imbalance Charges. The 

Workgroup will need to consider whether Non-Delivery Charges are required. If so, it will 

need to determine how a comparison is done with a 15-minute duration TERRE 

acceptance. It will also need to determine the source of the metering data for non-BM 

participants. 

 

P344 scope 

Under P344, TERRE is expected to run alongside the existing BM. As such, the following 

areas are within the scope of P344: 

 BM Units can Offer into both mechanisms. 

 RR Bids are accepted by a central TERRE algorithm (to meet both cross-border 

and GB needs). 

 BM Bids and Offers are accepted by National Grid (to meet GB needs left 

unsatisfied by TERRE). 

 Non-BM Units can Offer into TERRE (but not the BM, under current rules). 

This will mean that the following will be outside the scope of P344. These will need to be 

considered by other (non-BSC) governance bodies before Project TERRE can be 

implemented in GB. However, the Workgroup do not believe that these need to be raised 

and determined before “stage 2” commences. Broadly, these areas include the cost of: 
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 the RR acceptances used to balance GB system is recovered through Balancing 

Services Use of System (BSUoS); and 

 cross-border RR acceptances settled between TERRE TSOs. 

 

Applicable BSC Objectives 

The Proposer believes that P344 better facilitates the Applicable BSC Objectives (b), 

(c) and (e). 

 

Proposers views against Objective (b) 

The Proposer believes that there are likely to be both GB and EU benefits as a result of 

implementing Project TERRE. Indicative benefits are analysed in the Project TERRE’s Public 

consultation for the design of the TERRE (Trans European Replacement Reserves 

Exchange) document. This analysis, using historical data, indicates annual system 

balancing cost reductions for the TERRE region of ~€150m, with GB seeing ~€12-13m of 

these benefits, due to increased competition, greater liquidity, and netting of TSO 

imbalance needs. 

Also, Project TERRE is the replacement for System Operator (SO)-SO trades which are 

unlikely to be available as a balancing option once the EB GL is in force. 

 

Proposers views against Objective (c) 

The Proposer contends that broadening the provision of balancing services from a national 

level to more of a pan-EU level is likely to promote increased competition between service 

providers from different countries. The cross border sharing of reserve capacity would 

increase our access to reserves along with access to cheaper energy on the continent. 

 

Proposers views against Objective (e) 

This section is all subject to resolution of how energy markets in GB will be affected by the 

“Brexit” negotiations. 

The ENCs are set to become European Regulations, meaning that they will hold the force 

of European Law. Therefore, these will take precedence over any existing GB law or 

arrangements. Consequently, GB will need to ensure compliance with the requirements of 

the ENCs. Failure to do so would mean GB risking infraction proceedings and the potential 

for fines to be levied against market parties. In the broadest sense, compliance with the 

ENCs means making changes to the GB regulatory framework to ensure it is consistent 

with the requirements of the ENCs.  

The Proposer therefore believes that P344 is required to deliver compliance with the RR 

aspects of the EB GL. In addition, they contend that the platform developed by this project 

will form the basis for subsequent phases to meet other legal obligations for different 

balancing processes closer to real time stretching out until 2023. 

 

 

What are the 
Applicable BSC 

Objectives? 

(a) The efficient discharge 

by the Transmission 
Company of the 

obligations imposed upon 

it by the Transmission 
Licence 

 

(b) The efficient, 
economic and co-

ordinated operation of the 

National Electricity 
Transmission System 

 

(c) Promoting effective 
competition in the 

generation and supply of 

electricity and (so far as 
consistent therewith) 

promoting such 

competition in the sale 
and purchase of electricity 

 

(d) Promoting efficiency in 
the implementation of the 

balancing and settlement 

arrangements 

 

(e) Compliance with the 

Electricity Regulation and 
any relevant legally 

binding decision of the 

European Commission 
and/or the Agency [for 

the Co-operation of 

Energy Regulators] 
 

(f) Implementing and 

administrating the 
arrangements for the 

operation of contracts for 

difference and 
arrangements that 

facilitate the operation of 

a capacity market 

pursuant to EMR 

legislation 

 

https://consultations.entsoe.eu/markets/terre
https://consultations.entsoe.eu/markets/terre
https://consultations.entsoe.eu/markets/terre
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Implementation approach 

National Grid is seeking to utilise RR Products for energy balancing in GB from TERRE go-

live, which is currently scheduled for Q3 2018. It therefore hopes that P344 will align with 

this date. However, the Workgroup notes that BSC Systems will need to be ready for end 

to end testing in autumn of 2017 to achieve this (based on an assumption that a 12-month 

lead time will be needed to develop and implement the system changes). Considering that 

the P344 decision will not be made until September 2017 at the earliest, Q3 2018 is 

unlikely to be achievable.   

 

Other areas not within scope of P344 Proposed 

During “stage 1”, the Workgroup considered a number of approaches to Project TERRE 

that would allow BSPs to participate in TERRE without themselves submitting TERRE Bids 

to National Grid. These approaches rely on National Grid (or a third party) converting Bid-

Offers (submitted by the BSP into the existing BM) into TERRE Bids. These approaches 

would not change the process for settling TERRE Acceptances (but would potentially 

reduce the barrier to participation in the new arrangements). Options considered were as 

follows: 

 

Option 1:  Parties send TERRE Bid-Offers to National Grid (P344 Proposed) 

Under this option, the GB party constructs TERRE-Bid Offers however it wishes. 

 

 

 

Option 2: TERRE Bid-Offers to National Grid but constructed by third party 

Parties use third party to construct TERRE Bid-Offers, but still send direct to National Grid. 

As far as National Grid is concerned there is no real difference from Option 1 as the use of 

the third party is not visible. 
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Option 3: Parties use third party who they also use to send Bid-Offers to 

National Grid 

Under this option, TERRE Bid-Offers are sent to National Grid via third party. 

 

Option 4: National Grid constructs TERRE Bid-Offers on behalf of Parties using 

codified rules 

Under option 4, National Grid constructs TERRE Bid-Offers for GB Parties. This could be an 

option or mandatory for all (linked to funding). 

 

 

The Workgroup believes that options 2, 3 or 4 could potentially be progressed as 

additional options for participation in TERRE (‘TERRE Plus’), but they do not affect the 

P344 solution. Given that they relate to processes for submitting TERRE bids (rather than 

settlement), they can be progressed (if required by parties) outside the scope of the BSC. 

National Grid as the Proposer prefers to progress Option 1 as it was originally proposed. 

However, National Grid advised that it would provide guidance and support to market 

participants in understanding how they go about translating their technical characteristics 

into explicit RR bids. National Grid has also advised that it does not support Option 4 for 

the following reasons: 

 National Grid is legally obliged as the TSO to allow BSPs to submit bids for 

standard products therefore this possibility will not meet any legal obligations. 

 If implemented as an interim arrangement prior to the obligations in the EB GL 

coming into effect then there will be a need to change twice. 

 Even if the TSO was able to fully reflect the technical parameters of BM Units in 

the RR bids, BSPs may still want to submit separate prices given the different 

settlement arrangements (pay as bid vs pay as clear). 

 Does not constitute a level playing fielding between BM and non-BM Units and 

between GB BSPs and foreign BSPs also participating in TERRE. 
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3 Areas to Consider 

In this section we highlight areas which we believe the Panel should consider when 

making its decision on how it progresses this Modification Proposal, and which a 

Workgroup should consider as part of its assessment of P344. We recommend that the 

areas below form the basis of a Workgroup’s Terms of Reference, supplemented with any 

further areas specified by the Panel. 

 

Areas to consider 

The table below summarises the significant areas the Workgroup believes it should 

consider as part of its “stage 2” assessment of P344. In addition to these, the Workgroup 

will need to consider all details of the overall TERRE solution, as identified in Attachment 

A: 

Areas to Consider 

Extent to which TERRE-related BSC processes should operate in euros 

What assumptions need to be made to progress P344? 

What will the impact be on Gate Closure 

What are the specific Settlement impacts? How will non-BM parties be treated under 

these rules? 

What accession, registration and BSC charges are needed for non-BM parties? 

What financial processes are needed (e.g. invoicing, credit and payment rules)? How will 

non-BM parties be treated under these rules? 

What non-delivery rules are needed (e.g. covering volumes and payments)? How will 

non-BM parties be treated under these rules? 

What are the failure scenarios? 

What are the reporting requirements? 

 

Extent to which TERRE-related BSC processes should operate in euros 

The central TERRE system will accepts RR Bids in euros, and will calculate a TERRE 

clearing price in euros; but these processes must interoperate with a GB electricity market 

that operates in pounds sterling. This necessarily implies a process of currency conversion 

e.g. actions priced at the TERRE clearing price (in euros) must be incorporated into the GB 

imbalance price (which P344 does not propose changing to euros). 

Exactly where in the BSC such conversion processes are required depends on which 

TERRE-related BSC processes operate in euros: 

Process Current Assumption 

Submission of TERRE Bids to 

National Grid 

Proposer’s view is that Bids should be submitted in 

euros 

Settlement of TERRE 

Acceptances 

Proposer’s view is that TERRE Acceptances should be 

calculated and settled in euros. 
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Process Current Assumption 

Imbalance price ELEXON’s proposal is that the TERRE clearing price 

should be converted to £ (so that the GB imbalance 

price can continue to be calculated in £) 

Credit cover ELEXON’s proposal (subject to confirmation by 

Proposer and Workgroup in stage 2) is that euro credit 

cover requirements are not necessary i.e. any credit 

cover BSPs are required to post in relation to TERRE 

Acceptances could be incorporated into existing BSC 

credit cover requirements (in £) 

Non-Delivery Charges To be considered in stage 2 

Mutualisation of unpaid TERRE 

Acceptances 

ELEXON’s proposal (subject to confirmation by 

Proposer and Workgroup in stage 2) is that existing 

payment default processes should be extended to 

cover non-payment of euro invoices by BSPs; but that 

any amounts funded by BSC Parties generally should 

be invoiced in £. This avoids the need for all BSC 

Parties (including those not involved in TERRE) to set 

up euro banking facilities. 

 

Where currency conversion is required, the Workgroup will need to consider which rate to 

use (and how that interacts with the BSC reconciliation cycle).  

 

What assumptions need to be made to progress P344? 

The stage 1 process has identified a number of areas in which harmonisation with other 

TERRE members may be required, including: 

 treatment of ramps in the imbalance calculation; and 

 scope and timing of national arrangements for publication of TERRE-related data. 

In the absence of any guidance from Project TERRE itself, it may be that a number of 

assumptions need to be made in the early stages of developing a solution, particularly if 

the aim is to be ready for Q3/2018. 

 

Impact on Gate Closure 

Current GB requirements for Gate Closure can be summarised as follows: 

 Gate Closure for contract notifications is 60 minutes before each half hour (subject 

to Modification Proposal P342 ‘Change to Gate Closure for Energy Contract Volume 

Notifications’). 

 Gate Closure for FPNs is also 60 minutes before each half hour. 

The Workgroup will need to consider the interaction between these existing GB Gate 

Closures, and the new Gate Closure events introduced by Project TERRE: 

 The ‘Balancing Energy Gate Closure Time’ is the point beyond which BSPs can no 

longer submit RR Bids to National Grid. This is potentially 60 minutes before each 

https://www.elexon.co.uk/mod-proposal/p342/
https://www.elexon.co.uk/mod-proposal/p342/
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hour, but this has not yet been confirmed (and potentially depends on the decision 

on intraday Gate Closure) 

 The TERRE ‘TSO Energy Bid Submission Gate Closure’ is the point beyond which 

National Grid can no longer submit RR Bids to TERRE, expected to be 45 minutes 

before each hour. 

 

What are the specific Settlement impacts? How will non-BM parties be 

treated under these rules? 

The Workgroup will need to consider the detailed solution and impacts for calculation, 

invoicing and settlement of payments related to RR Acceptances. This will impact both BSC 

Systems, and the systems of market participants who wish to submit Bids to TERRE. 

The Workgroup will need to consider these issues both for parties participating in TERRE 

with a BM Unit, and for ‘non-BM parties’ i.e. those participating in TERRE with a RR 

Bidding Unit that is not a BM Unit (as currently defined in the BSC). 

The Workgroup’s view (during stage 1 of the assessment) is that there should be a level 

playing field between all TERRE participants i.e. consistent requirements should apply to 

BM Units and ‘non-BM parties’. 

The Workgroup will also need to consider the impact of RR Acceptances on the calculation 

of imbalance volumes (both for the BSP participating in TERRE and, for non-BM parties, 

any impact on the imbalance volume of the BSC Party responsible for imbalance at each 

site included in the RR Bidding Unit). 

 

What accession, registration and BSC charges are needed for non-BM 

parties? 

In order for ‘non-BM Parties’ to receive payments for RR Acceptances under the scope of 

the P344 arrangements, they will need to accede to the BSC (which provides the 

commercial and legal framework for payment of Trading Charges). But the Workgroup will 

need to ensure that the requirements placed on such parties are appropriate and 

proportionate i.e. the requirements applicable to someone participating in the BSC only as 

TERRE participant will differ from those applicable to a BSC Supplier or Generator. 

 

What financial processes are needed (e.g. invoicing, credit and payment 

rules)? How will non-BM parties be treated under these rules? 

The Workgroup will need to define the detailed solution and impacts for invoicing, credit 

cover and payment default. 

 

What non-delivery rules are needed (e.g. covering volumes and payments)? 

How will non-BM parties be treated under these rules? 

The GB BM includes a non-delivery mechanism which claws back any payments received 

by a party (after taking imbalance into account) in relation to a non-delivered Acceptance. 

The view of the Workgroup is that similar arrangements should be introduced for RR 

Acceptances, but a number of additional complexities will need to be resolved: 
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 Euro conversion issues when comparing a TERRE clearing price with a GB 

imbalance price; 

 Issues arising from TERRE clearing price being defined per quarter hour (rather 

than per half hour) 

 Applicable treatment of imbalance for non-BM parties (who are not themselves 

subject to imbalance charges); and 

 Processes for obtaining and aggregating metered data for non-BM parties 

  

What are the failure scenarios? 

The Workgroup will need to determine the failure scenarios relevant to the BSC. Some 

examples of these scenarios include: 

 If GB TERRE participant or an overseas TSO fails to pay for a RR acceptance, how 

does this flow through into the BSC arrangements? 

 If there is a blackout in GB following receipt of RR acceptances, what are the rules 

for BSC settlement of dispatched RR Bids?  Similarly if there is a blackout in 

another TERRE country?  

 

What are the reporting requirements? 

The Workgroup will need to consider: 

 TERRE-wide requirements on the timing and extent of publication. 

 What it is appropriate for BMRS to publish, e.g. only GB-based RR acceptances 

and offers? 
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4 Proposed Progression 

Next steps 

The P344 Workgroup recommends that P344 should continue to be progressed through 

the Assessment Procedure, so that it can consider the further areas set out in Section 3.  

 

Workgroup membership 

The P344 Workgroup recommends that the membership of the Workgroup would further 

benefit with expertise from non-BM participant members, along with members that can 

provide expertise on Euro-Sterling currency conversion and bank accounting processes. 

These may be either as full members or as non-voting attendees.  

To ensure that there is sufficient membership for quoracy, particularly during the 

Workgroup intensive between October 2016 and early February 2017, ELEXON 

recommends seeking additional members to the above, with expertise in the following 

areas: 

 balancing services, including BSC calculations of imbalance prices and volumes;  

 credit cover; and  

 European regulation. 

The Workgroup should also remain open to any other relevant experts and interested 

parties. 

 

Timetable 

The Workgroup recommends that P344 undergoes a further nine months Assessment 

Procedure, with the Assessment Report being presented to the Panel at its meeting on 13 

July 2017. 

The Workgroup will need to undertake the activities shown in the table below, which 

includes two 15 WD Assessment Procedure Consultations. It also includes a 15 WD 

window to carry out an impact assessment with BSC Agents and the Transmission 

Company, well as produce the legal text. 

Potential Grid Code changes have been identified, but are yet to be raised. National Grid 

has also started to consider whether changes will be needed to the Connection and Use of 

System Code (CUSC). Considering that there are cross code changes, the Workgroup 

recommends that ELEXON, National Grid and any other relevant code administrators carry 

out joint working wherever feasible; and where this does not detrimentally impact on the 

progression of any one code change. The Workgroup also recommends that consultations 

be conducted jointly so that impacts are minimised and the information available to 

participants maximised. 
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Proposed Progression Timetable for P344 

Event Date 

Present Interim Assessment Procedure to Panel 13 Oct 16 

Workgroup Meeting 5 19 Oct 16 

Workgroup Meeting 6 31 Oct 16 

Workgroup Meeting 7 16 Nov 16 

Workgroup Meeting 8 30 Nov 16 

Workgroup Meeting 9 14 Dec 16 

Workgroup Meeting 10 11 Jan 17 

Workgroup Meeting 11 25 Jan 17 

Workgroup Meeting 12 8 Feb 17 

Assessment Procedure Consultation 1 (15WDs) 22 Feb – 14 Mar 17 

Workgroup Meeting 13 22 Mar 17 

Workgroup Meeting 14 29 Mar 17 

Impact Assessment and legal text drafting (15WDs) 6 – 28 Apr 17 

Workgroup Meeting 15 10 May 17 

Assessment Procedure Consultation 2 (15WDs) 25 May – 15 Jun 17 

Workgroup Meeting 16 21 Jun 17 

Present Assessment Report to Panel 13 Jul 17 
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5 Likely impacts 

 

Impact on BSC Parties and Party Agents 

Party/Party Agent Potential Impact 

BSC Parties BSC Parties and non-BM Parties will be required to make the 

corresponding adjustments to their systems and process. 
Non-BM Parties 

 

Impact on Transmission Company 

The Transmission Company will be required to make the corresponding adjustments to 

their systems and process. 

 

Impact on BSCCo 

ELEXON will be required to implement this Modification. 

 

Impact on BSC Systems and processes 

BSC System/Process Potential Impact 

BMRS Changes will be required to implement this Modification. 

CRA 

FAA 

SAA 

 

Impact on BSC Agent/service provider contractual arrangements 

BSC Agent/service 

provider contract 

Potential Impact 

BMRA BSC Agents will be required to implement this Modification. 

CRA 

FAA 

SAA 

 

Impact on Code 

Code Section Potential Impact 

Section Q Changes would be required to implement this Modification. 

Section T 

Section V 

Section X Annex X-1 

Section X Annex X-2 
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Impact on Code 

Code Section Potential Impact 

Section A Changes may be required to implement this Modification. 

Section D 

Section G 

Section H 

Section K 

Section M 

Section N 

Section U 

 

Impact on Code Subsidiary Documents 

CSD Potential Impact 

BMRS Service 

Description (SD) 

Changes would be required to implement this Modification. 

BMRS User 

Requirements 

Specification (URS) 

FAA SD 

FAA URS 

SAA SD 

SAA URS 

BSC Procedure (BSCP)15 Changes may be required to implement this Modification. 

BSCP18 

BSCP201 

BSCP301 

 

Impact on Core Industry Documents and other documents 

Document Potential Impact 

Grid Code Some high-level changes to the current GB arrangements 

under the Grid Code have been identified as an outcome of 

the Issue 60 Group straw-man and by National Grid. These 

will be explored further, either as a joint Workgroup or 

separately in parallel, depending upon any interdependencies 

and efficiencies. 

Transmission Licence Changes to the C16 statements will be required as a result of 

Project TERRE. There may be specific impacts as a result of 

this Modification. 
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6 Workgroup’s initial views 

Defining the scope of P344 

The Workgroup considered ELEXON and National Grid’s views on the scope of the changes 

required to implement Project TERRE across the GB electricity market. Due to the nature 

of these changes, the Workgroup included a consideration of what changes may be 

needed under the Transmission Licence and the Grid Code. Attachment A sets out the 

business requirements based on ELEXON and National Grid’s views of the GB 

implementation of Project TERRE. These requirements were discussed and reviewed by 

the Workgroup. The Areas for Consideration set out in Section 3 is based on this document 

and the conclusions of the Workgroup. 

 

External dependencies of P344 

The Workgroup noted that there are decisions to be made both by National Grid and by 

the central TERRE project that will impact on the solution for P344. Without knowing what 

these are, when these will be clearly defined, how these will interact with the BSC 

arrangements and who will be responsible, there is a risk that the Workgroup cannot 

define its requirements to the detail required, e.g. for legal drafting. At the time of writing, 

there is still no more certainty as to when these will be known. However, based on 

National Grid’s and ELEXON’s opinion, the Workgroup agreed that this should not prevent 

the Workgroup starting “stage 2”, with the expectation that there will be more certainty as 

it progresses.  

The external dependencies are captured in Attachment A. Attachment B captures the 

current assumptions and risks associated to P344. 

 

External resource and expertise needed by the Workgroup 

The Workgroup agreed with ELEXON that there was no need to procure expertise (i.e. an 

external consultancy). However, it was agreed that there was benefit in experts on Euro-

Sterling currency conversion and bank accounting process; and non-BM participants, 

joining the Workgroup. These may be either as full members or as non-voting attendees, 

to provide expertise in these areas.  

To ensure that there is sufficient membership to ensure quoracy, particularly during the 

more challenging period between now and early February 2017, the Workgroup agreed 

with ELEXON’s recommendation that it should also seek additional members with expertise 

in balancing services, including BSC calculations of imbalance prices and volumes; credit 

cover; and European regulation. The Workgroup should also remain open to any other 

relevant experts and interested parties. 

 

Further progression timetable for P344 

The Workgroup considered a number of options for the further progression of the P344 

Assessment Procedure. It agreed with ELEXON that any option that included parallel 

Workgroups, where the membership was split in half to consider specific areas, was not 

practicable. This was mainly due to availability of Workgroup members and resulting 

quoracy issues; but also the constraints on ELEXON and National Grid staff needed to 

support the progression of P344 that may be needed in all meetings. 
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The Workgroup agreed that wherever possible, so long as there was no detriment to the 

progression of P344, that P344 should be progressed in accordance with the joint working 

practice for cross code changes. This would potentially mean that the Workgroups being 

held jointly where other relevant code changes are also considered. The Workgroup noted 

that this may mean longer meeting days. It also noted that there may be a need for two 

chairs and technical secretaries. Any joint working will need the approval of the BSC Panel, 

as well as the other relevant code Panels. The Workgroup recommended that any industry 

consultations be coordinated so as that these are sent out as a single consultation. 

The Workgroup also agreed that for P344 there should be two Assessment Procedure 

Consultations. 

The Workgroup’s recommended progression plan for “stage 2” is set out in Section 4. 

 

https://www.elexon.co.uk/change/code-administration-code-practice-cacop/
https://www.elexon.co.uk/change/code-administration-code-practice-cacop/
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7 Recommendations 

The P344 Workgroup invites the Panel to: 

 AGREE that P344 progresses to the second stage of the Assessment Procedure; 

 AGREE the proposed Assessment Procedure timetable; 

 AGREE the proposed membership for the P344 Workgroup;  

 AGREE that P344 should be progressed under the joint working procedure for 

cross code working; and 

 AGREE the Workgroup’s revised Terms of Reference. 
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Appendix 1: Workgroup Details  

Workgroup’s Terms of Reference 

Specific areas set by the BSC Panel in the P344 Terms of Reference 

What is within the scope of the BSC changes and what is definitely not within scope? 

What are the external dependencies under the BSC that need to be established before a 

solution can be developed? 

What external resources and expertise are needed by the Workgroup? 

What is the further progression timetable needed by a Workgroup? 

 

Assessment Procedure timetable 

P344 Assessment Timetable 

Event Date 

Panel submits P344 to Assessment Procedure 9 Jun 16 

Workgroup Meeting 1 5 Jul 16 

Workgroup Meeting 2 13 Jul 16 

Workgroup Meeting 3 15 Aug 16 

Workgroup Meeting 4 22 Sep 16 

Panel considers Workgroup’s Interim Assessment Report 13 Oct 16 
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Workgroup membership and attendance 

P344 Workgroup Attendance  

Name Organisation 05 Jul 

16 

13 Jul 

16 

15 Aug 

16 

22 Sep 

16 

Members 

Douglas Alexander ELEXON (Chair)     

David Kemp ELEXON (Chair)     

Simon Fox-Mella ELEXON (Lead Analyst)     

Elliott Harper ELEXON (Lead Analyst)     

Francesca Scucces P344 (Proposer)     

Phil Hewitt EnAppSys Ltd      

Paul Jones Uniper UK Limited     

Helen Stack Centrica     

Andy Colley SSE     

Bill Reed RWE     

Tom Edwards Cornwall Energy     

Simon Reid Scottish Power     

Liz Johnstone NRB Interconnectors     

Martin Mate EDF     

Attendees 

John Lucas ELEXON (Design Authority)     

Heather Milne ELEXON (Design Authority)     

Steve Wilkin ELEXON (European…)     

Grendon 

Thompson 
Ofgem     

Sophie Tilley 
National Grid (Proposer’s 
Alternate) 

    

Alex Haffner National Grid     

Chris Fox National Grid     

Nazar Ivasyuk National Grid     

John Mansi National Grid     

Richard Woodward National Grid     

Haarith Dhorat National Grid     

Ryan Place National Grid     

Steve Taylor Quorum Development ltd     

Andrew Craig NRB Interconnectors     

Andy Paton NRB Interconnectors     

Mari Toda EDF     

Craig Taylor Engie     
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Appendix 2: Glossary & References 

Acronyms 

Acronyms used in this document are listed in the table below.  

Acronyms 

Acronym Definition 

BEIS the Department for Business, Energy and Industrial Strategy (Government 

department) 

BM Balancing Mechanism 

BMRA Balancing Mechanism Reporting Agent (BSC Agent role) 

BMRS Balancing Mechanism Reporting Service (BSC System) 

BOA Bid-Offer Acceptance 

BSC Balancing and Settlement Code (Industry Code) 

BSCP Balancing and Settlement Code Procedure (Code Subsidiary Document) 

BSCCo The Balancing and Settlement Code Company (Code Administrator) 

BSP Balancing Service Provider 

BSUoS Balancing Services Use of System 

CMO Common merit order 

CRA Central Registration Agent (BSC Agent role) 

CSD Code Subsidiary Document 

CUSC Connection and Use of System Code (Industry Code) 

DECC the Department for Energy and Climate Change (previous Government 

department) 

EB GL European Guideline on Electricity Balancing (legally binding European law, 

subject to “Brexit” negotiations) 

EICs Energy Identification Codes 

ENCs European Network Codes 

ENTSO-E European Network of Transmission System Operators for Electricity 

FAA The Funds Administration Agent (BSC Agent role) 

FAT Full activation time 

FPN Final Physical Notification 

GB Great Britain 

MEL Maximum Export Limit 

RR Replacement Reserve 

SAA Settlement Administration Agent (BSC Agent role) 

SD Service Description (Code Subsidiary Document) 

SO System Operator 

STOR Short Term Operating Reserve 
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Acronyms 

Acronym Definition 

TERRE Trans-European Replacement Reserves Exchange 

TSO Transmission System Operator 

URS User Requirement Specification (Code Subsidiary Document) 

XB Cross-Border 

 

External links 

A summary of all hyperlinks used in this document are listed in the table below. 

All external documents and URL links listed are correct as of the date of this document.  

External Links 

Page(s) Description URL 

5 Issue 60 page on the ELEXON 

website 

https://www.elexon.co.uk/smg-

issue/issue-60/ 

6 P344 page on the ELEXON 

website 

https://www.elexon.co.uk/mod-

proposal/p344 

10 Public consultation for the design 

of the TERRE on the ENTSO-E 

website 

https://consultations.entsoe.eu/markets/

terre 

14 P342 page on the ELEXON 

website 

https://www.elexon.co.uk/mod-

proposal/p342 

22 Code Administration page on the 

ELEXON website 

https://www.elexon.co.uk/change/code-

administration-code-practice-cacop/ 
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